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CONTINUATION OF NOTES:

2]/2" DEEP 30 MIL STUD BRACE @ 16
CHASE SPACE - REFER TO 1/A-701
AS PER UL P540 REFER TO G-013

& & & &l

"0O.C.

3 5/8 DEEP, 33 MIL METAL STUD BRIDGING BETWEEN

BOTTOM CORD OF ROOF TRUSSES WHEN WALL PARTITION IS

PARALLEL WITH TRUSS

ROOF HATCH

€ & & &

NON-RATED DRY-WALL SUSPENSION SYSTEM

SCHEDULE ELSEWHERE IN CORRIDOR 083

PAINT INSIDE OF COVE TO MATCH WALL/CEILING
8'-0" AFF BULKHEAD, CEILING HEIGHT AS PER FINISH

CONTINUATION OF NOTES:

S EEERERE R E B

13" WIDE CEILING GUARD BY WALL MANUFACTURER

LIGHT GAUGE ROOF TRUSS

DIAGONAL BRACE 3 5" X ;" X 3 /" AT 32" O.C.

SECURE ACROSS 3 TRUSSES

C6X10.5

ACCORDION WALL JAMB BY MANUFACTURER

3" X]/4" X 3" CLIP FIELD WELDED

COPE END OF ANGLE AND FIELD WELD TO HORIZ ANGLE

%" FIRE-RESILIANT GYPSUM
7/6" RESILIENT METAL FURRING @ 12" O.C.

FASTEN TOP RUNNER THROUGH GYP BD TO METAL BRIDGE
WHEN PARTITION IS PARALLEL WITH ROOF TRUSSES AND

FASTEN TO ROOF TRUSS BOTTOM CORD WHEN
PERPENDICULAR. DO NOT FASTEN TO METAL RESILIENT
FURRING CHANNELS

FINISH CEILING SYSTEM - REFER TO A-601 FOR TYPE AND
HEIGHT

)

'ELEV = AS SCHEDULED

B/ SOFFIT
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REFLECTED CEILING PLAN

1/8"=1-0"

NOTES THIS DRAWING:
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SUSPENDED ACOUSTICAL CEILING SYSTEM - REFER TO
SCHEDULE FOR TYPE AND MOUNTING HEIGHT - UON

%" GYPSUM

SUSPENSION WIRES AS PER MANUFACTURER'S INSTRUCTIONS

TWO LAMP STRIPLIGHT FIXTURE - REFER TO ELECTRICAL
DRAWINGS

SUSPENDED CEILING WALL TRIM
/5" DEEP BY /5" SQUARE CLEAR ALZAR REFLECTOR LENS
WALL CABINET

METAL LOCKER

METAL STRAP HANGERS FASTENED TO METAL DECK ABOVE
RECESSED PROJECTION SCREEN

CEILING TRIM CHANNELS BY SCREEN MANUFACTURER
METAL CORNER BEAD

SCRIBE BOARD

%" MR GYPSUM

2X CONTINUOUS WOOD BLOCKING

3 %" METAL STUD, 30 MIL AT 16" O.C.

3 /4" THICK SOUND BATT INSULATION

35" X V4" 3 V5" STEEL ANGLE AT 32" O.C.

STEEL TRACK BY ACCORDION WALL MANUFACTURER
--FOR FURTHER NOTES SEE CONTINUATION OF NOTES--

CEILING MATERIAL LEGEND

ARCHITECTURAL CEILING TYPES

SUSPENDED GYPSUM BOARD SYSTEM

ACOUSTIC PANEL CEILING AND GRID SYSTEM

MECHANICAL DEVICES (REFER TO MECHANICAL):

r—Aa
I /1
17 |
V_1

= X

KITCHEN EXHAUST HOOD

SUPPLY REGISTERS
|Z| RETURN REGISTERS
R EXHAUST REGISTERS
=== 48" LINEAR SUPPLY AIR DEVICE
[ INFARED HEATER BURNER

T

VEHICLE EXHAUST REMOVAL SYSTEM

ELECTRICAL DEVICES AND LIGHTING (REFER TO ELECTRICAL)

O] 1X4RECESSED FLUORESCENT FIXTURE

1

O| 2X2 RECESSED FLUORESCENT FIXTURE

O 2X4 RECESSED FLUORESCENT FIXTURE

2X4 FLUORESCENT FIXTURE

O RECESSED DOWN LIGHT FIXTURE

COVE LIGHT

[E] OVERHEAD SUPPLY REEL (POWER & LIGHT)
(O LINEAR FIXTURE

@ HIGH BAY INDUSTRIAL LIGHTING FIXTURE

1 8-0" RETRACTABLE PROJECTION SCREEN

@ PROJECTOR YOLK

CEILING MOUNTED CEILING FAN

1X4 SURFACE MOUNTED FLUORESCENT FIXTURE

FIRE PROTECTION (REFER TO FIRE PROTECTION]):

SMOKE DETECTOR

CARBON MONOXIDE DETECTOR

FIRE ALARM AUDIBLE NOTIFICATION
APPLIANCE

FIRE ALARM COMBINED AUDIBLE/VISIBLE
NOTIFICATION APPLIANCE

A2

FIRE ALARM VISIBLE NOTIFICATION APPLIANCE

ALERTING SYSTEMS (REFER TO FIRE ALERTING, COORDINATE WITH

ELECTRIC):
SPEAKER

O SYSTEM EVENT LIGHT - RED FOR FIRE

® SYSTEM EVENT LIGHT - BLUE FOR RESCUE
(4 MULTI-ALERTING SYSTEMS EVENT STROBE
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